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WC

Bedroom

WC WC

Bedroom
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Bedroom

Sluice

WC

WC

Lift Motor

Cleaner

WC

Central
Linen

Store

Bedroom

WC

Lift

Lift lobby /
main stairs

Tea Point

Quiet Room

Sluice

Bath

Store

Bath

Matron

Sitting Room

Bedroom

WC

WC

WC

Bedroom
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WC

WC

WC
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Bedroom
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Bath

WC
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Store
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WC
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Bedroom
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Store / Plant

Boiler
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1.40 m²

Area Outside
of Survey 

Extents

Sitting Room
56.31 m²

Circulation
15.79 m²

Circulation
16.02 m²

Store
2.02 m²

WC
2.54 m²

Bedroo
m
15.71
m²

Circulation
6.63 m²

Bedroo
m
15.40
m²

WC
2.61 m²

WC
2.61 m²

Circulation
10.07 m²

Bedroo
m
16.19
m²

Lift
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RWP F/S
0.63
F/H
2.09

(Room 07)
SCH 2.36
195.69

Please Note: Limited access.
Room occupied at time of survey.

DH 2.05

DH 2.05

F/S
1.13
F/H
2.09

DH 2.05

SCH 2.36195.69 

Rad

SCH 2.11

SCH 2.35
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RWP

F/S
0.64
F/H
2.09

Rad

Beam 1.84Ht.

Rad

WCSCH 2.36
19 5.69
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DH 2.05

Rad

DH 2.09

Lift
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(Room 06)
SCH 2.36
195.69

RWP
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Rad

F/H 2.09

Rad

SCH 2.35
195.70

Please Note: Limited access.
Room occupied at time of survey.
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DH 2.05

DH 2.05

DH 2.05

F/S
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DH 2.05

(Room 05)
SCH 2.36
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WC

Store

Kitchen

Store

Laundry

WC

Bedroom
(Room 08)

Store

Office

Sitting Room 2

Sitting
Room 2

Sluice

Store

Store

EMI Nurses
Station

Bathroom Bedroom
(Room 01)

WC

WC

Bedroom
(Room 02)

Bedroom
16.17 m²

Area Outside
of Survey 

Extents

Circulation
10.89 m²

WC
2.61 m²

Bedroo
m
16.88
m²

2P Office CEO &
Director of Nursing

20.51 m²

DH 2.08

Draught
Lobby
5.62m²

Circulation
44.64 m²

Circulation
15.89 m²

Bedroo
m
17.06
m²

Family
Area

25.88 m²

Reception

2.58 m²

WC
2.61m²

WC
2.70 m²

Bedroom
15.91 m²

WC
2.70 m²

Circulation
7.23 m²

6SCH2.P 1
35

O ffice Admin,95 .70

Finance & Fundraising
22.37 m²

Acc.
WC

3.81 m²

Elec
1.98 m²

Store
1.89 m²

Cleaner
Store
3.39 m²

Bedroo
m
15.88
m²

Board
Room

17.60 m²

Stairs
5.55 m²

Circulation
15.40 m²

4P Office Homecare
15.30 m²

Circulation
7.50 m²

WC
2.61 m²

WC
2.61 m²

Staff Tea
Point

5.06 m²

Circulation
4.22 m²

Stationary Store
2.15 m²

Day Centre
Manager

Office
6.87 m²

Store
1.19 m²

Store
1.28 m²

Bedroo
m
16.19
m²

Lift
2.59 m²

Circulation
27.52 m²

Day
Centre

160.83 m²

Store
1.80 m²

StorRead
1.54 m²

First Aid with
Hairdresser Basin

6.66 m²

Service 
hatch

Day Centre
Kitchenette

9.21m²

Circulation
11.05 m² Ac c .  W CS C H2

19
.44

5.69

3.29 m²

Tea point 
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